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I FEEL A
BAD BOUT OF
CORROS/ON

MY BATTERIES
HAVEN'T BEEN
CHECKED FOR
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IEhe backup batteries in your mobile subscriber equipment (MSE) shelter aren’t
its primary power source, but that doesn’t mean you should treat them like
second-class citizens.

Unless you have maintenance-free batteries, ignoring them will lead to
corrosion. When enough corrosion builds up, it drips onto the vent fan and its
wiring. Pretty soon, wires short out and the vent fan won’t work at all.
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That lets dangerous fumes build up in the shelter. And it takes only one small
spark to ignite the fumes.

So check the backup batteries and the battery box fan daily prior to perform-
ing the equalize charge procedure. You’ll not only stop corrosion and its related
problems, but the backup batteries will work when you need ‘em.
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